
# Measure ID Active
1 Attic insulation R11 X

2 Attic insulation R19 X

3 Attic insulation R30 X

4 Attic insulation R38 X

5 Attic insulation R49 X

6 Fill ceiling cavity X

7 Sillbox insulation X

8 White Roof Coat

9 Foundation wall insulation X

10 Floor insulation R11 X

11 Floor insulation R19 X

12 Floor insulation R30 X

13 Floor insulation R38 

14 Wall insulation X

15 Kneewall Insulation X

16 Duct insulation X

17 Window sealing

18 Door Replacement

19 Storm windows

20 Window replacement

21 Low E windows

22 Window shading (awning)

23 Sun screen fabric

24 Sun screen louvered

25 Window film

26 Thermal vent damper

27 Electric vent damper

28 IID

29 Electric vent damper IID

30 Flame retention burner

31 Furnace tuneup X

32 Replace heating system X

33 High eff furnace X

34 High eff Boiler X

35 Smart thermostat

36 Tuneup AC

37 Replace AC

38 Evaporative cooler

39 Install/Replace heatpump X

40 Lighting retrofits X

41 Refrigerator replacement

42 Water heater tank insulation

43 Water heater pipe insulation X

44 Low flow showerheads X

45 Water heater replacement X

Rev. 08-27-15 (added comments only)

NEAT Audit Candidate Measures

The following candidate measures should be “checked” as active. Items that are not “checked” will not be considered when running the Audit.

Wall Insulation
Deactivate (uncheck) wall insulation if 
there is knob & tube in the walls. The 
audit should not consider wall insluation 
in these cases.

Be sure to reactivate this measure for 
the next audit to be run.

Smart Thermostat
Only activate (check) this measure if the 
client is capable of operating a smart 
thermostat. 

Be sure to deactivate this measure for 
the next audit to be run.
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